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ADDENDUM NO. ADDM-2 BERINGER CIACCIO DENNELL MABREY 
 Master Planning, Architecture and Interior Design 

to the   100 Court Avenue, Suite 204 
Bidding Documents Des Moines, Iowa  50309 
 
for   20 AUGUST 2010 
 
ST. LAWRENCE CATHOLIC CHURCH – PARISH CENTER ADDITION 
1607 N. West Street 
Carroll, IA 51401 
BCDM Project No. 4640-01 
 
NOTICE TO BIDDERS:  The Specifications and Drawings for the above referenced project are hereby 
amended as follows: 
 

SPECIFICATIONS – GENERAL 
 
ITEM NO. G-1 A copy of the current plan holders list and all addenda can be viewed online at 

www.procopy.com.  It is located by selecting “Virtual Plan Room”, “Active Projects”. 
 
ITEM NO. G-2 SECTION 01110, SUMMARY OF THE WORK 

a. Page 1, lines 49 & 50: REPLACE “conform to the required Substantial Completion and 
Final Completion dates stated on the Bid Form for Combined Contract” with “be 
coordinated with the project schedule as determined by the Construction Manager.” 

 
ITEM NO. G-3 SECTION 03450, ARCHITECTURAL PRECAST CONCRETE 

a. Page 1, line 23: ADD MarcStone to the list of acceptable manufacturers. 
 
ITEM NO. G-4 SECTION 04200, UNIT MASONRY 

a. Page 3, line 11: REPLACE “colored” with “natural gray color”, DELETE “as specified later 
in this Section”. 

b. Page 3, lines 47 thru 49: DELETE sentences “Colored mortar…sample panel erections.” 
 

ITEM NO. G-5 SECTION 05400, COLD-FORMED METAL FRAMING 
a. Page 2, line 35 & 41 CLARIFICATION:  Use of either Slip Runner Track or Deflection 

Track (Slotted) is the Contractor’s option. 
 

ITEM NO. G-6 SECTION 06410, ARCHITECTURAL CASEWORK 
a. Page 5, line 52: REPLACE this paragraph with “CASEWORK HARDWARE PULLS shall 

be Hafele Item# 116.07.314, wire pull with 3-1/2” centers, in dark oil-rubbed bronze 
finish.” 

 
ITEM NO. G-7 SECTION 07310, ASPHALT SHINGLES 

a. Page 2, line 39:  REPLACE “ThermaCal X1” with “ThermaCal 1”. 
 

ITEM NO. G-8 SECTION 08211, WOOD DOORS 
a. Page 2, line 15:  ADD Mohawk Flush Doors to the list of acceptable manufacturers. 
b. Page 2, line 21, Addendum #1:  CLARIFICATION Lag Design and The Maiman Company 

are acceptable manufacturers for the custom wood doors Types E & F. 
c. Page 3:  DELETE lines 8 & 9. 

 
ITEM NO. G-9 SECTION 08330, OVERHEAD COILING DOORS 

a. Page 2, line 6: CHANGE the door operation to be ‘Crank’ in lieu of ‘Motor Operated’. 
b. Page 2: DELETE lines 7 – 10 and lines 25-26. 
 

ITEM NO. G-10 SECTION 08950, INSULATED TRANSLUCENT SKYLIGHT SYSTEM 
a. Page 2, line 20:  Flamespread rating shall be no greater than 50 and smoke developed no 

greater than 250. 
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DRAWINGS – GENERAL 
 

ITEM NO. G-11 SHEET A1-3, ROOF PLAN 
a. Detail 1, Roof Plan: ADD roof at connection between existing rectory and covered 

walkway, see partial roof plan in the attached drawing ASD-3. 
 

ITEM NO. G-12 SHEET A2-1, EXTERIOR ELEVATIONS 
a. Detail 1, South Elevation – Covered Walkway: ADD roof at connection between existing 

rectory and covered walkway, see partial elevation in the attached drawing ASD-5. 
 
ITEM NO. G-13 SHEET A3-1, SECTIONS 

a. ADD Details 7, 8 & 9, see attached drawings ASD-1 & 2. 
 
ITEM NO. G-14 SHEET A5-1, REFLECTED CEILING PLAN 

a. Detail 1, Reflected Ceiling Plan: ADD roof and ceiling at connection between existing 
rectory and covered walkway, see partial reflected ceiling plan in the attached drawing 
ASD-4. 

 
ITEM NO. G-15 SHEET A6-2, INTERIOR ELEVATIONS 

a. Details 4, 7 & 8: CHANGE casework as noted in the attached drawings ASD-6 & 7. 
b. Detail 8:  Title should read “Kitchen 111 – Center Island West Elevation”. 
c. Detail 9:  Title should read “Kitchen 111 – Center Island East Elevation”. 

 
 

 
STRUCTURAL DRAWINGS 

 
ITEM NO. S-1 SHEET S1-2, ROOF FRAMING PLAN 

a. Detail 1:  ADD roof framing at connection between existing rectory and covered walkway, 
see partial framing plan in the attached drawing SSD-01. 

 
ITEM NO. S-2 SHEET S4-1, STEEL FRAMING DETAILS 

a. Details 7, Light Gauge Rafter Detail and Detail 9, Steel Beam to Stud Wall Detail:  
annotation for stud wall should read “600S162-43”. 

 
ITEM NO. S-3 SHEET S6-1, LIGHT GAUGE FRAMING DETAILS  

a. Detail 12, Truss Brg. on Beam Detail:  add note “roof truss flush with outside edge of 
beam flange at sim.” 

b. ADD Detail 17/S6-1, see attached SSD-02. 
 

MECHANICAL SPECIFICATIONS 
 

ITEM NO. M-1 SECTION 15128, GAGES AND METERS 
a. Page 1, line 44: ADD the following manufacture: Therice 
b. Page 2, line 15: ADD the following manufacture: Therice 

 
ITEM NO. M-2 SECTION 15182, HYDRONIC PIPING 

a. Page 8, line 24, Add the following manufacture: Twin City Hose 
 
ITEM NO. M-3 SECTION 15183, HYDRONIC SPECIALTIES 

a. Page 2, line 32: ADD the following manufacture: Thrush 
b. Page 3, line 30: ADD the following manufacture: Wessels 

 
ITEM NO. M-4 SECTION 15189, CHEMICAL WATER TREATMENT 

a. Page 3, line 52: ADD the following manufacture: General Treatment Products 
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ITEM NO. M-5 SECTION 15410, PLUMBING FIXTURES 
a. Page 2, line 47: ADD the following manufacture: Zurn 
b. Page 3, line 54: ADD the following manufacture: Zurn 
c. Page 4, line 48: ADD the following manufacture: Zurn 
d. Page 4, line 54: ADD the following manufacture: Zurn 
e. Page 6, line 35: ADD the following manufacture: Zurn 
f. Page 7, line 8: ADD the following: 

 
S-2 – Bar Sink:  Elkay Model BLR15 

a. ANSI A112.19.3M; 18 gauge thick, type 304 stainless steel, self rimming and 
undercoated, with ledge back drilled for trim. 

b. Drilling:  2 Holes at 4 inch centers. 
c. Overall Size:  15 x 15 inches 
d. Inside Bowl:  12 x 9 1/4 x 7 1/8 inches 

 
Supply Faucet:  Moen Commercial Model 8155 

a. ASME A112.18.1M; chrome plated, sink mounted faucet with 4 inch centers 
and a gooseneck with 3 5/8 inch reach and aerator height of 6 3/4 inch.  Solid 
brass construction, 4 inch wrist blade handles, and water economy aerator 
with maximum 2.2 gpm flow. 

 
Accessories: 

a. Chrome plated 17 gage brass P-trap with clean-out plug and arm with 
escutcheon. 

b. 3 1/2 inch crumb cup and chrome brass tailpiece. 
 
c. Chrome plated 1/4 turn stops by American Valve Model M63, M64 or M65 or 

equal. 
d. Rigid chrome plated supplies. 

 
                       Coffee Pot Fill Faucet:  T & S Brass Model B-0605 

 
ASME A112.18.1M; chrome plated, wall mounted faucet with 4 inch arm handle, 
68” flexible stainless steel hose, vacuum breaker and squeeze valve with hook 
nozzle. 
 

g. Page 7, line 11: ADD the following manufacture: Acorn Aqua 
h. Page 7, line 39: ADD the following manufacture: Zurn 
i. Page 7, line 44: ADD the following manufacture: Zurn 

 
ITEM NO. M-6 SECTION 15430, PLUMBING EQUIPMENT 

a. Page 3, line 36: ADD the following manufactures: Laars, Lochinvar 
b. Page 5, line 37: ADD the following manufacture: Thrush 
c. Page 6, line 15: ADD the following manufacture: Taco 

 
ITEM NO. M-7 SECTION 15741, WATER TO WATER HEAT PUMPS 

a. Page 2, line 11: ADD the following manufactures: Comfort Air 
 
ITEM NO. M-8 SECTION 15762, TERMINAL HEAT TRANSFER UNITS 

b. Page 2, line 11: ADD the following manufactures: First Co, Airtherm, York 
 
ITEM NO. M-9 SECTION 15850, AIR OUTLETS AND INLETS 

a. Page 1, line 49: ADD the following manufacture: Tuttle and Bailey 
 
ITEM NO. M-10 SECTION 15870, HOOD AND VENTILATION EQUIPMENT 

a. Page 2, line 20: ADD the following manufacture: Econ Air 
b. Page 4, line 33: ADD the following manufacture: Econ Air 
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ITEM NO. M-11 SECTION 15910, VARIABLE FREQUENCY CONTROLLERS  
a. Page 2, line 37: ADD the following manufactures: ABB, Mitsubishi 

 
MECHANICAL DRAWINGS 

 
ITEM NO. M-12 SHEET M1-2, ROOF & ENLARGED KITCHEN PLANS - HVAC 

a. Enlarged Kitchen Plan – HVAC 
i. Tag the return duct for ERV-2 16”x24”. 
ii. Add fire dampers in the following ducts at the rated walls: 26”x14”, 26”x14’ & 

16”x24”. 
 

ITEM NO. M-13 SHEET M2-0, LOWER LEVEL & ENLARGED LOWER LEVEL FLOOR PLANS - PIPING  
a. Enlarged Lower Level 

i. See attached MS-1 for revised plan. 
b. Lower Level Plan – Piping 

i. Classroom 002; Show ¾” taps in the 3” H\C S&R piping and the 2” Reheat S&R 
piping with valves for the future fan coil. 

 
ITEM NO. M-14 SHEET M3-2, SECTIONS - MECHANICAL  

a. Mech. 001 Looking West 
i. See attached MSD-14 for revised section. 

b. Mech. 001 Looking East 
i. See attached MSD-15 for revised section. 

c. Mech. 001 Looking North 
i. See attached MSD-16 for revised section. 

d. Mech. 001 Looking South 
i. See attached MSD-17 for revised section 

 
ITEM NO. M-15 SHEET M2-1A, LOWER LEVEL, FIRST FLOOR & UPPER LEVEL PLANS - PIPING  

a. Upper Level Plan 
i. See attached MSD-12 for revised plan. 

b. First Floor Plan – Piping 
i. See attached MSD-11 & 12 for revised plans. 

c. Lower Level Plan – Piping 
i. See attached MSD-9 & 10 for revised plans. 

 
ITEM NO. M-16 SHEET P1-2, ROOF PLAN - PLUMBING  

a. Roof Plan - Plumbing 
i. Hide the gas piping shown on the roof.  See first floor plan for gas piping. 
ii. Change detail call out to read 7/P3-0. 

 
ITEM NO. M-17 SHEET P2-0, ENLARGED PLANS, SECTIONS AND ISOMETRICS - PLUMBING  

a. See attached MSD-1, 2, 3, 4, 5, 6, 7, 8 & 13 for revised enlarged plans, sections & 
isometrics.  

 
ELECTRICAL SPECIFICATIONS 

 
ITEM NO. E-1 SECTION 16721, FIRE DETECTION AND ALARM SYSTEM 

a. Paragraph 2.3. A. Change fire alarm control panel to Notifier NFW2-100 capable of 198 
intelligent/addressable devices. (Approved Equal: Fire-Lite MS 9200) 

b. Paragraph 2.3. H. Voice Evacuation Panel: (Approved Equal: Fire-Lite ACC-25/50) 
c. Paragraphs 2.4. C., 2.4. D., 2.4. E.: Change conventional alarm initiating devices to 

intelligent and addressable devices. 
 

ELECTRICAL DRAWINGS 
 

ITEM NO. E-2 SHEET E1-1, LIGHTING FIXTURE SCHEDULE 
a. The following manufacturers are approved as equal for the fixture types indicated 
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provided the manufacturers proposed fixtures meet or exceed the specified fixture 
specifications and aesthetic characteristics. Final review and approval status will be 
ascertained at the time of shop drawing review. 

 
Fixture Type(s)   Manufacturer 
A1,AP,B,L   Metalux, Daybrite 
D,D1    Portfolio, Omega 
C    Scott 
E,EM,EM1   Sure-Lites, McPhilben 
EMR    Lumiere (Provide lamp with unit)  
F    Pinnacle 
G    Visa 
H    Visa 
K    McGraw-Edison, Daybrite 
 

  Occupancy Controls  Cooper 
 
 

END OF ADDENDUM 


